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DISCLAIMER 

While the material presented in this document has been prepared in accordance with recognized 
engineering principles and sound judgment, the document should not be used without first securing 
competent advice regarding its suitability for any given application. The use of this document is 
subject to approval by the local code authority. Although the information in the document is 
believed to be accurate, neither the authors, nor reviewers, nor the U.S. Department of Housing and 
Urban Development of the U.S. Government, nor the Portland Cement Association, nor the 
National Association of Home Builders, nor the NAHB Research Center, nor any of their 
employees or representatives makes any warranty, guarantee, or representation, expressed or 
implied, with respect to the accuracy, effectiveness, or usefulness of any information, method, or 
material in this document, nor assumes any liability for the use of any information, methods, or 
materials disclosed herein, or for damages arising from such use. 

NOTICE 

The contents of this report are the views of the contractor and do not necessarily reflect the views or 
policies of the U.S. Department of Housing and Urban Development or the U.S. government. 



FOREWORD 

For centuries, home builders in the United States have made wood their material of choice because 
of its satisfactory performance, abundant supply, and relatively low cost. However, unpredictable 
fluctuations in price and problems cited with the quality of framing lumber are causing builders to 
seek innovative building products. 

Insulating Concrete Forms (ICFs) represent a category of potential building product that is receiving 
greater attention among builders. ICFs are hollow blocks, planks, or panels that can be constructed 
of rigid foam plastic insulation, a composite of cement and foam insulation, a composite of cement 
and wood chips, or other suitable insulation material that has the ability to act as forms for cast-in-
place concrete walls. The forms typically remain in place after the concrete has cured, providing 
well-insulated construction. ICFs are gaining popularity because they are competitive with light-
frame construction and offer a strong, durable, and energy-efficient wall system for housing. 

The lack of a consistent and comprehensive set of prescriptive requirements has prevented ICF 
systems from reaching their full potential among home builders and code officials who may be 
unfamiliar with this construction technique. As a result, those who desire to build or purchase ICF 
homes must incur the additional cost burden of engineering for each application. This document 
represents the outcome of an initial effort to fulfill the need for prescriptive requirements and to 
improve the overall affordability of homes constructed with insulating concrete forms. 

This publication was developed under sponsorship of the U.S. Department of Housing and Urban 
Development (HUD) through a cooperative agreement with the National Association of Home 
Builders (NAHB) and the Portland Cement Association (PCA). This publication was written by the 
NAHB Research Center with assistance from a steering committee, which represents the interests 
and expertise of ICF manufacturers, ICF producers, code officials, researchers, professional 
engineers, and builders experienced in ICF construction. 

Xavier de Souza Briggs 
Deputy Assistant Secretary for Research, Evaluation, 
and Monitoring 
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1.0 General Prescriptive Method 

1.0 GENERAL 

1.1 Purpose 

This document provides prescriptive requirements for the use of insulating concrete form systems 
in the construction of residential structures. Included are definitions, limitations of applicability, 
below-grade and above-grade wall design tables, lintel tables, various construction and thermal 
guidelines, and other related information for home builders, building code officials, and design 
professionals. 

1.2 Approach 

The prescriptive requirements are based primarily on the Building Code Requirements for 
Structural Concrete [2] and the Structural Design of Insulating Concrete Form Walls in Residential 
Construction [3] for member strength and reinforcement requirements. To a lesser extent, the 
requirements are also based on Minimum Design Loads for Buildings and Other Structures [4], the 
Standard Building Code [5], the Uniform Building Code [6], the National Building Code [7], and 
the One- and Two-Family Dwelling Code [8]. In addition, the requirements incorporate 
construction practices from the Guide to Residential Cast-in-Place Concrete Construction [9]. 

The provisions represent sound engineering and construction practice, taking into account the need 
for practical and affordable construction techniques for lightly loaded residential buildings up to 
two-stories above grade. This document is not intended to restrict the use of sound judgment or 
exact engineering analysis of specific applications that may result in designs with improved 
performance and economy. The engineering calculations that form the basis for this document are 
discussed in Appendix B, Engineering Technical Substantiation. 

1.3 Scope 

The provisions of the Prescriptive Method apply to the construction of detached one- and two-
family homes, townhouses, and other attached single-family dwellings in accordance with the 
general limitations of Table 1.1. The limitations are intended to define the appropriate use of this 
document for most one- and two-family dwellings. An engineered design shall be required for 
houses built along the immediate, hurricane-prone coastline subjected to storm surge (i.e., beach 
front property). Intermixing of the present provisions with other construction materials in a single 
structure shall be in accordance with the applicable building code requirements for that material, the 
general limitations set forth in Table 1.1, and relevant provisions of this document. 

1.4 ICF System Limitations 

There are three categories of ICF systems based on the resulting shape of the formed concrete wall. 
The shape of the concrete wall may be better understood by visualizing the form stripped away 
from the concrete, thereby exposing it to view as shown in Figure 1.1. The three categories of ICF 
wall types are (1) flat, (2) grid, and (3) post-and-beam. The grid wall type is further categorized into 
(2a) waffle-grid and (2b) screen-grid wall systems. 
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1.0 General Prescriptive Method 

Figure 1.1 ICF Wall Systems Covered by This Document 
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1.0 General Prescriptive Method 

Compressive Strength: The maximum ability of concrete to resist a compressive load, usually 
measured in pounds per square inch (psi) or Pascals (Pa). The compressive strength is based on 
compression tests of concrete cylinders that are moist-cured for 28 days in accordance with ASTM 
C 31 [10] and ASTM C 39 [11]. 

Crawlspace: A type of building foundation that uses a perimeter foundation wall to create an under 
floor space which is not habitable. 

Dead Load:  Forces resulting from the weight of walls, partitions, framing, floors, ceilings, roofs, 
and all other permanent construction entering into, and becoming part of, a building. 

Deflection:  Elastic movement of a loaded structural member or assembly (i.e., beam or wall). 

Design Professional:  An architect or engineer, registered or licensed to practice professional 
architecture or engineering, as defined by the statutory requirements of the laws of the state in 
which the project is to be constructed. 

Design (or Basic) Wind Speed:  Related to winds that are expected to be exceeded once every 50 
years at a given site (i.e., 50-year return period). Wind speeds in this document are given in units of 
miles per hour (mph) by "fastest-mile" measurements. A “standard” wind exposure is assumed in 
this document in accordance with the SBC [5] to provide design wind loads. The wind loads are 
adequate for buildings situated in open terrain and on the hurricane-prone coastline; however, they 
are presumed to be conservative for suburban, urban, and wooded terrain. Wind speed-up from 
topographic effects (i.e., protruding hills and ridges) are not considered in this document. 

Dwelling:  Any building that contains one or two dwelling units for living purposes. 

Eccentric Load:  A force imposed on a structural member at some point other than its center-line, 
such as the forces transmitted from the floor joists to an exterior wall through a ledger board 
connection. 

Equivalent Fluid Density: The mass of a soil per unit volume treated as a fluid mass for the 
purpose of determining lateral design loads produced by the soil on an adjacent structure. Refer to 
the Commentary for suggestions on relating equivalent fluid density to soil type. 

Flame-Spread Rating: The combustibility of a material that contributes to fire impact through 
flame spread over its surface; refer to ASTM E 84 [12]. 

Flat Wall: A solid concrete wall of uniform thickness produced by ICFs or other forming systems 
Refer to Figure 1.1. 

Floor Joist: A horizontal structural framing member that supports floor loads. 

Footing:  A below-grade foundation component that transmits loads directly and safely to the 
underlying earth. 
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1.0 General Prescriptive Method 

Lateral Support: A horizontal member providing stability to a column or wall across its smallest 
dimension. Walls designed in accordance with Section 5.0 provide lateral stability to the whole 
building when experiencing wind or earthquake events. 

Ledger: A horizontal structural member fastened to a wall to serve as a connection point for other 
structural members, typically floor joists. 
Lintel: A horizontal structural element of reinforced concrete located above an opening in a wall to 
support the construction above. 

Live Load: Any gravity load that is not permanently applied to a structure; typically transient and 
sustained gravity forces resulting from the weight of people and furnishings, respectively. 

Load-Bearing Value of Soil:  The allowable load per surface area of soil without failing. It is 
usually expressed in pounds per square foot (psf) or Pascals (Pa). 

Post-and-Beam Wall:  A perforated concrete wall with widely spaced (greater than that required 
for screen-grid walls) vertical and horizontal concrete members (cores) with voids in the concrete 
between the cores created by the ICF form. The post-and-beam wall resembles a concrete frame 
rather than a monolithic concrete (i.e., flat, waffle-, or screen-grid) wall and requires a different 
engineering analysis per ACI 318 [2]; therefore, it is not addressed in this edition of the Prescriptive 
Method. 

Presumptive: Formation of a judgment on probable grounds until further evidence is received. 

R-Value:  Coefficient of thermal resistance. A standard measure of the resistance that a material 
⋅ ⋅  ft 2 

offers to the flow of heat; it is expressed as 
o F hr . 

Btu 

Roof Snow Load:  Uniform live load on the roof due to snow accumulation; roughly equivalent to 
70 to 80 percent of the ground snow load in accordance with ASCE 7 [4]. 

Screen-Grid Wall: A perforated concrete wall with closely spaced vertical and horizontal concrete 
members (cores) with voids in the concrete between the members created by the ICF form; refer to 
Figure 1.1. It is also called an interrupted-grid wall or post-and-beam wall in other publications. 

Seismic Load: The force exerted on a building structure resulting from seismic (earthquake) 
ground motions. 

Seismic Zones: Designated areas associated with a particular level or range of seismic risk and 
associated seismic design parameters (i.e., peak ground acceleration). Seismic Zones 0, 1, and 2 
correspond to successively greater seismic design loads. The higher Seismic Zones 3 and 4 are 
excluded from this edition of the Prescriptive Method. 

Sill Plate: A horizontal member constructed of wood, vinyl, plastic, or other suitable material that 
is fastened to the top of a concrete wall, providing a suitable surface for fastening structural 
members constructed of different materials to the concrete wall. 
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1.0 General Prescriptive Method 

Waffle-Grid Wall:  A solid concrete wall with closely spaced vertical and horizontal concrete 
members (cores) with a concrete web between the members created by the ICF form; refer to Figure 
1.1. The thicker vertical and horizontal concrete cores and the thinner concrete webs create the 
appearance of a breakfast waffle. It is also called an uninterrupted-grid wall in other publications. 

Wall Height:  The clear vertical distance between the finished floor and the finished ceiling. Where 
a finished floor does not exist (i.e., crawlspace), the wall height is the clear vertical distance 
between the interior finish grade and the finished ceiling. 

Web: A concrete wall segment, a minimum of 2 inches (51 mm) thick, connecting the vertical and 
horizontal concrete members (cores) of a waffle-grid ICF wall or lintel member. Webs may contain 
form ties but are not reinforced (i.e., vertical or horizontal reinforcement or stirrups). Refer to 
Figure 1.1. 

Wind Load:  The force or pressure exerted on a building structure and its components resulting 
from wind. Wind loads are typically measured in pounds per square foot (psf) or Pascals (Pa). 

Yield Strength: The ability of steel to withstand a tensile load, usually measured in pounds per 
square inch (psi) or Pascals (Pa). It is the highest tensile load that a material can resist before 
permanent deformation occurs as measured by a tensile test in accordance with ASTM A 370 [14]. 
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2.0  Materials, Shapes, and Standard Sizes Prescriptive Method 

2.2.3 Reinforcing Steel 

Reinforcing steel used in ICFs shall meet the requirements of ASTM A 615 [16], ASTM A 616 
[17], ASTM A 617 [18], or ASTM A 706 [19]. The minimum yield strength of the reinforcing steel 
shall be Grade 40 (300 MPa). Reinforcement shall be secured in the proper location in the forms 
with tie wire or other bar support system such that displacement will not occur during the concrete 
placement operation. Steel reinforcement shall have a minimum 3/4-inch (19-mm) concrete cover. 
Horizontal and vertical wall reinforcement shall not vary outside of the middle third of beams, 
columns, lintels, horizontal and vertical cores, and flat walls for all wall sizes. 

Exception: Horizontal and vertical wall reinforcement in basement and 
crawlspace walls is permitted to be placed closer to the inside face of 
the wall provided that it does not conflict with the minimum required 
concrete cover of 3/4 inch (19 mm). 

Vertical and horizontal wall reinforcement required in Sections 3.0, 4.0, and 5.0 shall be 
constructed from the longest lengths practical. Where joints occur in vertical and horizontal wall 
reinforcement, a lap splice shall be provided in accordance with Figure 2.4. 

Except where otherwise noted, lap splices shall be a minimum of 40db in length, where db is the 
diameter of the smaller bar. The maximum gap between noncontact parallel bars at a lap splice 
shall not exceed db/8, where db is the diameter of the smaller bar. 

2.3 Form Materials 

Insulating concrete forms shall be constructed of rigid foam plastic meeting the requirements of 
ASTM C 578 [20], a composite of cement and foam insulation, a composite of cement and wood 
chips, or other approved material. Forms shall provide sufficient strength to contain concrete during 
the concrete placement operation. Flame-spread rating of forms shall be less than 75 and smoke-
developed rating of forms shall be less than 450 tested in accordance with ASTM E 84 [12]. 
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2.0  Materials, Shapes, and Standard Sizes Prescriptive Method 

Figure 2.1 Flat ICF Wall System Requirements 

Figure 2.2 Waffle-Grid ICF Wall System Requirements 
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3.0  Foundations Prescriptive Method 

3.0 FOUNDATIONS 

3.1 Footings 

All exterior ICF walls shall be supported on continuous ICF, solid masonry, or concrete footings, or 
other approved systems of sufficient design to safely transmit the loads imposed directly to the soil. 
Except when erected on solid rock or otherwise protected from frost, the footings shall extend 
below the frost line as specified in the local building code. Footings shall be permitted to be located 
at a depth above the frost line when protected from frost in accordance with the Design Guide for 
Frost-Protected Shallow Foundations [21]. Minimum sizes for ICF or concrete footings shall be as 
set forth in Table 3.1. In no case shall exterior footings be less than 12 inches (305 mm) below 
grade. Footings shall be supported on undisturbed natural soil or approved fill. Footings shall be 
stepped where it is necessary to change the elevation of the top surface of the footings. Foundations 
erected on soils with a bearing value of less than 2,000 psf (96 kPa) shall be designed in accordance 
with accepted engineering practice. 

3.2 ICF Foundation Wall Requirements 

The minimum wall thickness shall be greater than or equal to the wall thickness of the wall story 
above. A minimum of one No. 4 bar shall extend across all cold joints at a spacing not to exceed 24 
inches (610 mm) on center. Cold joint reinforcement shall have a minimum of 12 inches (305 mm) 
embedment on both sides of all cold joints. 

Exception: Vertical wall reinforcement required in accordance with this section 
is permitted to be used in lieu of cold joint reinforcement. 

Vertical wall reinforcement required in this section and interrupted by wall openings shall be placed 
such that one vertical bar is located within 12 inches (305 mm) of each side of the opening. 

3.2.1 ICF Walls with Slab-on-Grade 

ICF stem walls and monolithic slabs-on-grade shall be constructed in accordance with Figure 3.1. 
Vertical and horizontal wall reinforcement shall be in accordance with Section 4.0 for the above-
and below-grade portions of stem walls. 

3.2.2 ICF Crawlspace Walls 

ICF crawlspace walls shall be constructed in accordance with Figure 3.2 and shall be laterally 
supported at the top and bottom of the wall in accordance with Section 6.0. A minimum of one 
continuous horizontal No. 4 bar shall be placed within 12 inches (305 mm) of the top of the 
crawlspace wall. Vertical wall reinforcement shall be the greater of that required in Table 3.2 or, if 
supporting an ICF wall, that required in Section 4.0 for the wall above. 
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3.0  Foundations Prescriptive Method 

TABLE 3.1 
MINIMUM WIDTH OF ICF AND CONCRETE 

FOOTINGS FOR ICF WALLS1,2 (inches) 

Minimum Load-Bearing Value of Soil (psf) 

Number 
of Stories 2,000 2,500 3,000 3,500 4,000 

5.5-Inch Flat, 6-Inch Waffle-Grid, or 6-Inch Screen-Grid ICF Wall Thickness3 

One  Story 11 9 8 6 6 

Two  Story 20 15 13 11 10 

Three Story4 31 23 18 15 13 

7.5-Inch Flat or 8-Inch Waffle-Grid ICF Wall Thickness3 

One Story 13 10 9 8 8 

Two  Story 22 18 15 13 11 

Three Story5 36 27 21 18 15 

9.5-Inch Flat ICF Wall Thickness3 

One  Story 15 12 10 10 10 

Two  Story 26 21 17 15 13 

Three  Story 41 31 24 20 17 

For SI: 1 foot = 0.3048 m;  1 inch = 25.4 mm; 1 psf = 47.8804 Pa 

1 Minimum footing thickness shall be the greater of 11 inches (279 mm) when a dowel is required in accordance with 
Section 6.0, one-third of the footing width, or 6 inches (152 mm). 

2 Required minimum footing widths that are greater than the ICF wall thickness shall be increased as required to allow 
for a minimum 2-inch (51-mm) footing width projection on both sides of the ICF wall. The footing width projection 
shall be measured from the face of the concrete in the ICF wall to the edge of the footing. 

3 Actual thickness is shown for flat walls while nominal thickness is given for waffle- and screen-grid walls. Refer to 
Section 2.0 for actual waffle- and screen-grid thickness and dimensions. 

4 Applicable also for 7.5-inch- (191-mm-) thick or 9.5-inch- (241-mm-) thick flat ICF story supporting two 3.5-
inch-thick flat ICF stories. 

5 Applicable also for 9.5-inch- (241-mm-) thick flat ICF wall story supporting two 5.5-inch- (140-mm-) thick flat 
ICF stories. 

Maximum 
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3.0  Foundations Prescriptive Method 

TABLE 3.6 
MINIMUM VERTICAL WALL REINFORCEMENT FOR 

9.5-INCH- (241-MM-) THICK FLAT ICF BASEMENT WALLS 1,2,3,4 

Max. Minimum Vertical Reinforcement 

Height of Maximum Maximum Maximum Maximum 
Basement Unbalanced Equivalent Fluid Density Equivalent Fluid Density Equivalent Fluid Density 

Wall Backfill 
Height5 30 pcf 

(feet) (feet) 

4 N/R 

8 5 N/R 

6 N/R 

7 N/R 

4 N/R 

5 N/R 

9 6 N/R 

7 N/R 

8 N/R 

4 N/R 

5 N/R 

6 N/R 

10 7 N/R 

8 N/R 

9 N/R 

For SI: 1 foot = 0.3048 m;  1 inch = 25.4 mm;  1 pcf = 16.0179 kg/m3 

45 pcf 

N/R 

N/R 

N/R 

N/R 

N/R 

N/R 

N/R 

N/R 

#3@6”; #4@12”; 
#5@18”; #6@26” 

N/R 

N/R 

N/R 

N/R 

#3@6”; #4@12”; 
#5@16”; #6@24” 

#3@4”; #4@8”; 
#5@12”; #6@18” 

60 pcf 

N/R 

N/R 

N/R 

N/R 

N/R 

N/R 

N/R 

#3@6”; #4@12”; 
#5@18”; #6@26” 

#3@4”; #4@8”; 
#5@14”; #6@18” 

N/R 

N/R 

#3@10”; #4@18”; 
#5@26”; #6@36” 

#3@6”; #4@10”; 
#5@18”; #6@24” 

#3@4”; #4@8”; 
#5@12”; #6@16” 
#3@4”; #4@6”; 

#5@10”; #6@12” 

1 N/R indicates no vertical wall reinforcement is required. 
2 Deflection criterion is L/240, where L is the height of the basement wall in inches. 
3 Interpolation shall not be permitted. 
4 Walls shall be laterally supported at the top before backfilling. 
5 Refer to Section 1.0 for the definition of unbalanced backfill height. 
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3.0  Foundations Prescriptive Method 

Figure 3.1  ICF Stem Wall and Monolithic Slab-on-Grade Construction 
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3.0  Foundations Prescriptive Method 

Figure 3.3 ICF Basement Wall Construction 
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4.0 ICF Above-Grade Walls Prescriptive Method 

4.2.2 Exterior Covering 

ICFs constructed of rigid foam plastics shall be protected from sunlight and physical damage by the 
application of an approved exterior covering. All ICFs shall be covered with approved materials 
installed to provide a barrier against the weather. Use of air barriers and vapor retarders shall be in 
accordance with the authority having jurisdiction. 

TABLE 4.1 
MINIMUM HORIZONTAL WALL REINFORCEMENT FOR 

ICF ABOVE-GRADE WALLS 

ICF Wall Type Maximum 
and Minimum Height of 
Wall Thickness Wall Story 

Location of Horizontal Reinforcement 

inches (mm)1 feet (meters) 
8 (2.4) One No. 4 bar within 12 inches (305 mm) of the top of the wall story 

and one No. 4 bar near third points in the wall story 
Flat 9 (2.7) One No. 4 bar within 12 inches (305 mm) of the top of the wall story 

and one No. 4 bar near third points in the wall story 
10 (3.0) One No. 4 bar within 12 inches (305 mm) of the top of the wall story 

and one No. 4 bar near fourth points in the wall story 

3.5 (89) 

Flat 
5.5 (140) or 

8 (2.4) One No. 4 bar within 12 inches (305 mm) of the top of the wall story 
and one No. 4 bar near mid-height of the wall story 

Waffle-Grid 
6 (152) or 

9 (2.7) One No. 4 bar within 12 inches (305 mm) of the top of the wall story 
and one No. 4 bar near third points in the wall story 

Screen-Grid 
6 (152) 

10 (3.0) One No. 4 bar within 12 inches (305 mm) of the top of the wall story 
and one No. 4 bar near third points in the wall story 

Actual thickness is shown for flat walls while nominal thickness is given for waffle- and screen-grid walls. Refer 
to Section 2.0 for actual waffle- and screen-grid thickness and dimensions. 

I-30 PRESCRIPTIVE METHOD FOR INSULATING CONCRETE FORMS 
IN RESIDENTIAL CONSTRUCTION 

1 









4.0 ICF Above-Grade Walls Prescriptive Method 

Figure 4.1  ICF Wall Supporting Light-Frame Roof 
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Figure 4.3  ICF Wall Supporting ICF Second Story and Light-Frame Roof 
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5.0 ICF Wall Opening Requirements Prescriptive Method 

Lintels shall be provided in load-bearing walls over all openings greater than or equal to 4 feet (1.2 
m) in width. Lintel depth, D, is permitted to include the available height of any ICF wall located 
directly above the lintel, provided that the increased lintel depth spans the entire length of the lintel. 
A minimum of one No. 3 stirrup shall be installed for all flat ICF lintels with spans greater than 4 
feet (1.2 m) at a maximum spacing of d/2, where d is defined in Figure 5.3. A minimum of two No. 
3 stirrups shall be installed in each vertical concrete core for all waffle-grid lintels with spans 
greater than 4 feet (1.2 m). 

Lintels for flat ICF walls shall be constructed in accordance with Figure 5.3 and Tables 5.5 and 5.6. 
Lintels for waffle-grid ICF walls shall be constructed in accordance with Figure 5.4 and Tables 5.7 
and 5.8. Lintels for flat and waffle-grid ICF walls spanning between 12 feet (3.7 m) and 16 feet (4.9 
m) shall be constructed in accordance with Table 5.9. Lintels for screen-grid ICF walls shall be 
constructed in accordance with the requirements for flat ICF walls. Lintels spanning greater than or 
equal to 4 feet (1.2 m) using screen-grid ICFs shall not be permitted in load-bearing ICF walls. 

5.3.2 ICF Gable End Wall Lintels (Non Load-Bearing) 

Lintels shall be provided in gable end walls over all openings greater than or equal to 4 feet (1.2 m) 
in width. Lintel depth, D, is permitted to include the available height of the ICF wall located 
directly above the lintel, provided that the increased lintel depth spans the entire length of the lintel. 
A minimum of one No. 3 stirrup shall be installed for all flat ICF lintels with spans greater than 4 
feet (1.2 m) at a maximum spacing of d/2, where d is defined in Figure 5.3. A minimum of two No. 
3 stirrups shall be installed in each vertical concrete core for all waffle-grid lintels with spans 
greater than 4 feet (1.2 m). 

Lintels for flat ICF walls shall be constructed in accordance with Figure 5.3 and Table 5.10. Lintels 
for waffle-grid ICF walls shall be constructed in accordance with Figure 5.4 and Table 5.10. Lintels 
for screen-grid ICF wall openings shall be constructed in accordance with the requirements for flat 
ICF walls. Lintels spanning greater than or equal to 4 feet (1.2 m) using screen-grid ICFs shall not 
be permitted. 

TABLE 5.1 
ADJUSTMENT FACTORS FOR USE WITH TABLE 5.21 

Adjustment Factor 
Building Aspect Ratio2 Parallel to the Shorter Parallel to the Longer 

Building Dimension or Building Dimension or 
Endwall, W Sidewall, L 

2.0 1.0 0.25 
1.8 0.9 0.30 
1.6 0.8 0.35 
1.4 0.7 0.40 
1.2 0.6 0.45 
1.0 0.5 0.50 

1 Linear interpolation between building aspect ratios shall be permitted. 
2 Refer to Figure 5.1 for the definition of the building aspect ratio. 
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 TABLE 5.3
 BASE PERCENTAGE OF SOLID WALL LENGTH

 ALONG EXTERIOR WALL LINES1,2,3

 

 ICF Wall  Max.  Base Solid Wall Length (percent)

 Type and
  Minimum

 Roof
Slope

 Wall Supporting
 Light-Frame Roof Only

 Wall Supporting ICF or Light-Frame
Second Story and Light-Frame Roof

 Wall Thickness   Maximum Wind Speed (mph)

 (inches)4   70  80  90  100  110  70  80  90  100  110

 Flat  3:12  15  15  15  15  20  30  35  40  50  55
 3.5  6:12  15  15  20  20  25  30  40  50  55  60

  9:12  20  25  30  40  45  45  60  70  85  95
  12:12  25  35  40  50  60  50  65  80  95  100

 Flat  3:12  15  15  15  15  15  20  25  30  40  40
 5.5  6:12  15  15  15  15  20  20  30  35  40  45

  9:12  15  15  20  25  30  35  45  50  60  70
  12:12  20  20  25  35  40  35  50  55  70  75

 Flat  3:12  15  15  15  15  15  20  20  25  30  30
 7.5  6:12  15  15  15  15  15  20  20  25  30  35

  9:12  15  15  15  20  25  25  30  40  45  50
  12:12  15  20  20  25  30  30  35  40  50  55

 Waffle-Grid  3:12  15  15  15  15  20  25  30  35  45  50
 6  6:12  15  15  20  20  25  25  35  45  50  55
  9:12  20  20  25  35  40  40  55  60  75  85
  12:12  25  30  35  45  50  45  60  70  85  90

 Waffle-Grid  3:12  15  15  15  15  15  20  25  30  35  35
 8  6:12  15  15  15  15  20  20  25  30  35  40
  9:12  15  15  20  25  30  30  40  45  55  60
  12:12  20  20  25  30  35  35  40  50  60  65

 Screen-Grid  3:12  15  15  20  20  25  30  40  45  55  60
 6  6:12  15  20  25  30  35  30  40  50  60  70
  9:12  25  30  45  50  65  50  65  80  90  100
  12:12  35  40  55  65  80  55  70  85  100  100
   Seismic Zone 2

 Flat, 3.5  N/A  20  35
 Flat, 5.5  N/A  15  30
 Flat, 7.5  N/A  15  25

 Waffle-Grid, 6  N/A  20  35
 Waffle-Grid, 8  N/A  20  30
 Screen-Grid, 6  N/A  25  45

 For SI: 1 inch = 25.4 mm;   1 mph = 1.6093 km/hr
 
 1 Linear interpolation between roof slopes shall be permitted.
 2 Base percentages are applicable for maximum 10-foot (3.0-m) wall story heights.
 3 N/A indicates not applicable.
4 Actual thickness is shown for flat walls while nominal thickness is given for waffle- and screen-grid walls. Refer to

Section 2.0 for actual waffle- and screen-grid thickness and dimensions.
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 Figure 5.2  ent of Openings
 
 

 
 

 Figure 5.3  at ICF Lintel Construction
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6.0 ICF Connection Requirements Prescriptive Method 

6.0 ICF CONNECTION REQUIREMENTS 

All ICF walls shall be connected to footings, floors, and roofs in accordance with this section. 
Requirements for installation of brick veneer on exterior ICF walls and other construction details 
not covered in this section shall comply with the manufacturer’s recommendations and sound 
practice. 

6.1 ICF Foundation Wall-to-Footing Connection 

No vertical reinforcement (i.e., dowel) across the joint between the foundation wall and the 
footing is required when one of the following exists: 

• The unbalanced backfill height does not exceed 4 feet (1.2 m). 
• The interior floor slab is installed in accordance with Figure 3.3 before 

backfilling. 
• Temporary bracing at the bottom of the foundation wall is erected before 

backfilling and remains in place during construction until an interior floor 
slab is installed in accordance with Figure 3.3 or the wall is backfilled on 
both sides (i.e., stem wall). 

For foundation walls that do not meet one of the above requirements, vertical reinforcement (i.e., 
dowel) shall be installed across the joint between the foundation wall and the footing in 
accordance with Figure 6.1. 

Exception: The foundation wall’s vertical wall reinforcement, at intervals of 4 
feet (1.2 m) on center, shall extend 8 inches (203 mm) into the 
footing in lieu of using a dowel as shown in Figure 6.1. 

6.2 ICF Wall-to-Floor Connection 

6.2.1 Floor on ICF Wall Connection (Top-Bearing Connection) 

Floors bearing on ICF walls shall be constructed in accordance with Figure 6.2 or 6.3. The wood 
sill plate or floor system shall be anchored to the ICF wall with 1/2-inch- (13-mm-) diameter 
bolts placed at a maximum spacing of 6 feet (1.8 m) on center and not more than 12 inches (305 
mm) from joints in the sill plate. Anchor bolts shall extend a minimum of 7 inches (178 mm) into 
the concrete. Light-frame construction shall be in accordance with the applicable building code. 
In conditions where wind speeds are 90 mph (145 km/hr) or greater, the 1/2-inch- (13-mm-) 
diameter anchor bolts shall be placed at a maximum spacing of 4 feet (1.2 m) on center. 

6.2.2 Floor Ledger-ICF Wall Connection (Side-Bearing Connection) 

Wood ledger boards shall be anchored to flat ICF walls having a minimum thickness of 5.5 inches 
(140 mm) thickness and to waffle- or screen-grid ICF walls having a minimum nominal thickness of 6 
inches (152 mm) in accordance with Figure 6.4 or 6.5 and Table 6.1. Wood ledger boards shall be 
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5 Anchor bolts shall extend through the ledger to the center of the flat ICF wall thickness or the center of the 
horizontal or vertical core thickness of the waffle-grid or screen-grid ICF wall system. 

6 Minimum vertical distance between bolts shall be 1.5 inches (38 mm) for 1/2-inch- (13-mm-) diameter anchor 
bolts and 2 inches (51 mm) for 5/8-inch- (16-mm-) diameter anchor bolts. 

TABLE 6.2 
TOP SILL PLATE-ICF WALL CONNECTION REQUIREMENTS 

Maximum Wind Speed Maximum Anchor Bolt Spacing 1 

(mph) 1/2-Inch-Diameter Anchor Bolt 5/8-Inch-Diameter Anchor Bolt 

70 6’-0” 8’-0” 

80 6’-0” 8’-0” 

90 6’-0” 8’-0” 

100 4’-0” 6’-0” 

110 4’-0” 4’-0” 

For SI: 1 foot = 0.3048 m;  1 inch = 25.4 mm;  1 mph = 16.09344 km/hr 

Minimum anchor bolt embedment length shall be 4 inches (102 mm). 

TABLE 6.3 
ROOF STRAP UPLIFT REQUIREMENTS1,2 

Maximum Roof Maximum Minimum Strap Uplift Load (lb) 

Clear Span Number of Stories Maximum Wind Speed (mph) 
(feet) Above Grade 803 90 100 110 

24 One 240 400 570 760 
Two 320 490 680 900 

28 One 270 450 640 860 
Two 350 550 770 1010 

32 One 310 500 720 960 
Two 390 600 850 1120 

36 One 340 560 800 1080 
Two 430 670 940 1240 

40 One 380 620 890 1190 
Two 470 740 1030 1360 

For SI: 1 foot = 0.3048 m;  1 inch = 25.4 mm;  1 mph = 16.09344 km/hr 

1 Maximum roof overhang shall be 2 feet (1.2 m). 
2 Maximum roof truss or rafter spacing shall be 2 feet (1.2 m) on center. For 16-inch (406-mm) and 12-inch (305-mm) 

truss or rafter spacing, the required loads shall be multiplied by 0.67 and 0.5, respectively. 
3 Strap is not required when roof framing is connected to a wood sill plate in accordance with the local building code 

and the wood sill plate is anchored to the wall in accordance with Table 6.2. 
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 Figure 6.3  oor on ICF Wall Connection (Top-Bearing Connection)
 
 

 
 Figure 6.4 Floor Ledger-ICF Wall Connection (Side-Bearing Connection)
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 Figure 6.5 Floor Ledger-ICF Wall Connection (Side-Bearing Connection)
 

 

 
 Figure 6.6 Floor Ledger-ICF Wall Connection (Through-Bolt Connection)
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Figure 6.7 Floor Ledger-ICF Wall Connection (Through-Bolt Connection) 

Figure 6.8  Top Wood Sill Plate-ICF Wall System Connection 
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7.0 UTILITIES 

7.1 Plumbing Systems 

Plumbing system installation shall comply with the applicable plumbing code. 

7.2 HVAC Systems 

HVAC system installation shall comply with the applicable mechanical code. 

7.3 Electrical Systems 

Electrical system installation shall comply with the National Electric Code. 
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C2.0  Materials, Shapes, and Standard Sizes Commentary 

C1.0 GENERAL 

C1.1 Purpose 

The goal of the Prescriptive Method is to present prescriptive criteria (i.e., tables, figures, 
guidelines) for the construction of one- and two-story dwellings constructed with insulating 
concrete forms. Before development of this document, no prescriptive standards were available to 
builders and code officials for the purpose of constructing insulating concrete form houses without 
the added expense of a design professional and the other costs associated with using a 
“nonstandard” material for residential construction. 

The Prescriptive Method presents the minimum requirements for basic residential construction that 
is consistent with the safety levels specified in the current U.S. building codes governing residential 
construction. 

The Prescriptive Method is not applicable to all possible conditions of use and is subject to the 
applicability limits set forth in Table 1.1 of the Prescriptive Method. The applicability limits should 
be carefully understood as they define important constraints on the use of the Prescriptive Method. 
This document is not intended to restrict the use of either sound judgment or exact engineering 
analysis of specific applications that may result in improved designs and economy. 

C1.2 Approach 

The requirements, figures, and tables provided in the Prescriptive Method are based primarily on 
the Building Code Requirements for Structural Concrete [C1] and the Structural Design of 
Insulating Concrete Form Walls in Residential Construction [C2], and the pertinent requirements 
of the Minimum Design Loads for Buildings and Other Structures [C3], the One- and Two-Family 
Dwelling Code [C4], the National Building Code [C5], the Uniform Building Code [C6], and the 
Standard Building Code [C7]. Construction practices from the Guide to Residential Cast-in-Place 
Concrete Construction [C8] have also been used. Engineering decisions requiring interpretations or 
judgments in applying the above references are documented in this Commentary. 

C1.3 Scope 

It is unrealistic to develop an easy-to-use document that provides prescriptive requirements for all 
types and styles of ICF construction. Therefore, the Prescriptive Method is limited in its 
applicability to typical one- and two-family dwellings. The requirements set forth in the 
Prescriptive Method apply only to the construction of ICF houses that meet the limits set forth in 
Table 1.1 of the Prescriptive Method. The applicability limits are necessary for defining reasonable 
boundaries to the conditions that must be considered in developing prescriptive construction 
requirements. The Prescriptive Method, however, does not limit the application of alternative 
methods or materials through engineering design by a design professional. 

The basic applicability limits are based on industry convention and experience. Detailed 
applicability limits were documented in the process of developing prescriptive design requirements 
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Loads 

Building codes and standards handle loads and load combinations differently. Consistent values 
were established for design loads in accordance with a review of the major building codes and 
standards. The results of this load review are embodied in the applicability limits table in the 
Prescriptive Method. Loads and load combinations requiring calculations to analyze the structural 
components and assemblies of a home are presented in Appendix B, Engineering Technical 
Substantiation. 

C1.4 ICF System Limitations 

All ICF systems are typically categorized with respect to the form itself and the resulting shape of 
the formed concrete wall. There are three types of ICF forms: panel, plank, and block. The 
differences among the ICF form types are their size and attachment requirements. The different 
form types exist mainly for ease of installation based on use, available resources, and builder 
preferences and do not necessarily affect the structural capacity of the wall. 

There are also three categories of ICF systems based on the resulting shape of the formed concrete 
wall. From a structural design standpoint, it is only the shape of the concrete inside the form, not 
the type of ICF form, that is of importance. The shape of the concrete wall may be better understood 
by visualizing the form stripped away from the concrete, thereby exposing it to view. The three 
categories of ICF wall form are flat, grid, and post-and-beam. The grid wall type is further 
categorized into waffle-grid and screen-grid wall systems. These classifications are provided solely 
to ensure that the design tables in this document are applied to the ICF wall systems as the authors 
intended. 

The post-and-beam ICF wall system is not included in this document because it requires a different 
engineering analysis. It is analyzed as a concrete frame rather than as a monolithic concrete (i.e., 
flat, waffle-grid, or screen-grid) wall construction in accordance with ACI 318 [C1]. Post-and-beam 
systems may be analyzed in the near future to provide a prescriptive method for post-and-beam ICF 
wall systems. 

C1.5 Definitions 

The definitions in the Prescriptive Method are provided because certain terms are likely to be 
unfamiliar to the home building trade; the definitions are provided to clarify and define the 
terminology. Additional definitions that warrant technical explanation are defined below. 

Permeance: The permeability of a porous material; a measure of the ability of moisture to migrate 
through a material. 

Superplasticizer: A substance added to concrete mix that improves workability at very low water-
cement ratios to produce high, early-strength concrete. Also referred to as high-range, water-
reducing admixtures. 
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C2.1.3 Screen-Grid ICF Wall System 

Core Thickness and Width:  The vertical and horizontal core thickness and width are limited per 
Table 2.2 in the Prescriptive Method in order to accommodate ICF screen-grid wall systems 
currently available. ICF screen-grid manufacturers that offer concrete cross sections larger than 
those required in Table 2.2 shall use the tables for the nominal size that has the nearest available 
core thickness not exceeding the actual wall thickness. Although Figure 2.3 of the Prescriptive 
Method shows the ICF screen-grid vertical core shape as round, the shape of the vertical core 
may be square, rectangular, elliptical, or other shape provided that the minimum dimensions in 
Table 2.2 are met. 

Core Spacing: The vertical and horizontal core spacing is limited per Table 2.2 of the 
Prescriptive Method in order to accommodate the large number of ICF screen-grid wall systems 
currently available. Due to a lack of test data to suggest otherwise, the maximum allowable 
horizontal and vertical core spacing is a value agreed on by the steering committee members. The 
core spacing is the main requirement differentiating an ICF screen-grid system from an ICF post-
and-beam system. Future testing is required to determine the maximum allowable core spacing 
without adversely affecting the wall system’s ability to act as a wall rather than as a frame. 

C2.2 Concrete Materials 

C2.2.1 Concrete Mix 

The maximum slump and aggregate size requirements are based on current ICF practice. 
Considerations included in the prescribed maximums are ease of placement, ability to fill cavities 
thoroughly, and limiting the pressures exerted on the form by wet concrete. 

Concrete for walls less than 8 inches (203 mm) thick is typically poured into the forms by using a 
2-inch- (51-mm-) diameter boom or line pump; aggregates larger than the maximums prescribed 
may clog the line. The ability to fill cavities during concrete placement for ICF flat wall systems 
depends little on slump and aggregate size because the only obstructions during the pour are the 
form ties around which the concrete readily flows. In contrast, the ability to fill cavities during 
concrete placement for ICF waffle- and screen-grid wall systems is more dependent on slump 
and aggregate size due to the presence of the form ties and, more importantly, the horizontal and 
vertical cavities, which may encourage the formation of honeycombs and voids if the concrete is 
not properly placed. 

To determine the most effective mix, the industry is currently conducting experiments that vary 
slump and aggregate size, and use admixtures (i.e., superplasticizers). The research may not 
produce an industrywide standard due to the variety of available form material densities and ICF 
types; therefore, an exception for higher allowable slumps is provided in the Prescriptive 
Method. 
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C2.3 Form Materials 

The materials listed in the Prescriptive Method are based on currently available ICFs. From a 
structural standpoint, the material can be anything that has sufficient strength to contain the 
concrete during placement and curing. From a thermal standpoint, the form material should provide 
the R-value required by the local building code; however, the required R-value could be met by 
installing additional insulation to the exterior or interior of the form, provided that it does not 
reduce the minimum concrete dimensions as specified in Section 2.0. From a life-safety standpoint, 
the form material can be anything that meets the criteria for flame-spread and smoke development. 
The Prescriptive Method addresses other concerns (i.e., water vapor transmission, termite 
resistance) that must be considered when using materials other than those specifically listed here. 
This section is not intended to exclude the use of either a current or future material provided that 
the requirements of this document are met. 
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• walls with soil backfill having a maximum 45 pcf (721 kg/m3) equivalent 
fluid density; 

• walls with soil backfill having a maximum 60 pcf (960 kg/m3) equivalent 
fluid density. 

The following design assumptions were made in analyzing the walls: 

• Walls support either one or two stories above. 
• Walls are simply supported for each story. 
• Walls contain no openings. 
• Bracing is provided for the wall by the floors above and floor slabs. 
• Roof slopes range from 0:12 to 12:12. 
• Deflection criterion is the height of the wall, in inches, divided by 240. 
• Ceilings, roofs, attics, and floors span the full width of the house (assume no 

interior load-bearing walls or beams). 
• Roof snow loads were calculated by multiplying the ground snow load by 

0.7. Therefore, the roof snow load was taken as P=0.7Pg, where Pg is the 
ground snow load in pounds per square foot. 

Deflection limits are primarily established with regard to serviceability concerns. The intent is to 
prevent excessive deflection, which may result in cracking of finishes. For walls, most codes 
generally agree that L/240 represents an acceptable serviceability limit for deflection. For walls with 
flexible finishes, less stringent deflection limits may be used. The reader is referred to Appendix B, 
Engineering Technical Substantiation for an example calculation for a foundation wall. In cases 
where the calculations required no vertical wall reinforcement, the following minimum wall 
reinforcement is required. 

• A minimum of one vertical No. 4 bar at 48 inches (1.2 m) on center for 5.5-
inch (140-mm) thick foundation walls to account for temperature, shrinkage, 
potential honeycombing, voids, or construction errors 

Minimum horizontal wall reinforcement is based on recommendations in Design Criteria for 
Insulating Concrete Form Wall Systems [C11]. The minimum allows for temperature, shrinkage, 
potential honeycombing, voids, or construction errors. 

C3.2.1 ICF Walls with Slab-on-Grade 

ICF stem wall thickness and height are determined as those which can distribute the building loads 
safely to the earth. The stem wall thickness should be greater than or equal to the wall thickness for 
the above-grade wall it supports. Given that stem walls are relatively short and are backfilled on 
both sides of the wall, earth loads induce a small amount of bending moment on the walls; 
accordingly, lateral bracing should not be required before backfilling. 
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should not occur before seven days after the concrete pour when using a minimum concrete 
compressive strength of 2,500 psi (17 MPa); waiting seven days typically allows the concrete to 
reach sufficient strength. 

C3.3 ICF Foundation Wall Coverings 

The requirements for interior covering of habitable spaces are based on current building codes and 
are self-explanatory. 

It is generally accepted that a monolithic concrete wall is a solid wall through which water and air 
cannot readily flow; however, there is a possibility that the concrete wall may have honeycombs, 
voids, or hairline cracks through which water may enter. Voids in concrete are inherent in screen-
grid ICF walls and will allow water to enter the structure. As a result, a moisture barrier on the 
exterior face of all ICF below-grade walls is generally required and should be considered good 
practice. Due to the variety of materials on the market, waterpproofing and dampproofing materials 
are typically specified by the ICF manufacturer. The limitation in the Prescriptive Method regarding 
nonpetroleum-based materials reflects the concern that many ICFs are currently manufactured of 
rigid foam plastic, which is generally incompatible with petroleum-based materials. 

A vapor retarder may be required on the interior face of the ICF wall in some cases. Test results 
have shown a potential exists for condensation occurring on the interior face of above-grade ICFs 
with a permeance as little as 0.5 perms in colder climates. Few problems have been reported when 
the exterior wall finishes are properly designed and constructed to prevent water intrusion. The 
reader is referred to Mitigation of Moisture in Insulating Concrete Form Wall Systems [C12] for 
more information on the testing and suggested construction recommendations. 

C3.4 Termite Protection Requirements 

Termites need wood (cellulose) and moisture to survive. Rigid foam plastic provides termites with 
no nutrition but can provide access to the structure. Recently, some building codes have prohibited 
rigid foam plastics for near- or below-grade use in heavy termite infestation areas. Code officials 
and termite treaters fear that foam insulation provides a “hidden pathway”. Local building code 
requirements, the local pest control company, and the ICF manufacturer should be consulted 
regarding this concern to determine appropriate solutions when required A brief list of some 
possible termite control measures follow; however, research is currently underway to determine 
other alternatives. 

• Rely on soil treatment as a primary defense against termites. Periodic 
retreatment and inspection should be carried forth by the home owner. 

• Install termite shields. 
• Provide a 6-inch- (152-mm-) high clearance above finish grade around the 

perimeter base of the structure where the foam has been removed to allow 
visual detection of termites. 
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C4.0 ICF ABOVE-GRADE WALLS 

C4.1 ICF Above-Grade Wall Requirements 

The Prescriptive Method provides reinforcement tables for walls constructed above-grade within 
the applicability limits of Table 1.1 in the Prescriptive Method. The maximum design conditions 
are Seismic Zone 2, ground snow load of 70 psf (3.4 kPa), and design (fastest-mile) wind speed of 
110 mph (177 km/hr). The Prescriptive Method provides the minimum required vertical and 
horizontal wall reinforcement for different wind speeds, wall heights, and ground snow loads. 
Vertical wall reinforcement tables are limited to one- and two-story buildings with load-bearing 
wall heights up to 10 feet (3 m) per story. 

Residential construction makes widespread use of 8-foot (2.4-m) walls; however, ICF homes are 
often constructed with higher ceilings. Walls are grouped into three categories as follows: 

• walls for one-story or the second floor of a two-story building (supporting 
light-frame roof only); 

• walls for the first story of a two-story building where the second story is 
light-frame construction (supporting light-frame second story and roof); and 

• walls for the first story of a two-story building where the second story is ICF 
construction (supporting ICF second story and light-frame roof). 

The following design assumptions were made in analyzing the walls: 

• Walls are simply supported for each story. 
• Walls contain no openings. 
• Bracing is provided for the wall by the floors, slabs, and roof. 
• Roof slopes range from 0:12 to 12:12. 
• Deflection criterion is the height of the wall per story, in inches, divided by 

240. 
• Ceilings, roofs, attics, and floors span the full width of the house (assume no 

interior load-bearing walls or beams). 
• Wind loads were calculated in accordance with SBC [C7] using components 

and cladding coefficients for enclosed buildings, interior zone, and mean 
roof height of 35 feet (11 m). 

• Roof snow loads were calculated by multiplying the ground snow load by 
0.7. Therefore, the roof snow load was taken as P=0.7Pg, where Pg is the 
ground snow load in pounds per square foot. 

Deflection limits are primarily established with regard to serviceability concerns. The intent is to 
prevent excessive deflection, which may result in cracking of finishes. For walls, most codes 
generally agree that L/240 represents an acceptable serviceability limit for deflection. For walls with 
flexible finishes, less stringent deflection limits may be used. The reader is referred to Appendix B, 
Engineering Technical Substantiation for an example calculation for an above-grade wall. In cases 
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C5.0 ICF WALL OPENING REQUIREMENTS 

C5.1 Minimum Length of ICF Wall without Openings 

The tables in Sections 3.0 and 4.0 are based on ICF walls without door or window openings. This 
simplified approach rarely arises in residential construction since walls generally contain windows 
and doors. The amount of openings affects the lateral (racking) strength of the building, particularly 
for wind and seismic loading conditions. The Prescriptive Method provides recommendations for 
the amount and placement location of additional reinforcement required around openings. It also 
addresses the minimum amount of solid wall required to resist racking loads from wind and 
moderate seismic forces (i.e., Seismic Zones 0, 1, and 2). 

The values for the base percentage of solid wall length along exterior wall lines listed in Table 5.3 
of the Prescriptive Method were calculated using the main wind force resisting wind loads in 
accordance with SBC [C7] and seismic loads in accordance with ASCE 7 [C3]. The ICF wall was 
checked using resistance models for a building 30 feet by 60 feet (9 m by 18 m). 

A shear model assumed all solid wall segments 24 inches (610 mm) or greater in length acted as 
one continuous solid wall length to resist a concentrated lateral force at the top of the wall. Because 
several separate wall segments of various lengths do not have as much capacity as one continuous 
solid wall segment to resist lateral loads, the results generated using the shear model were deemed 
unconservative for conditions where large amounts of openings may be possible (i.e., the building 
acts more like a concrete frame than a bearing wall system). 

A flexure model assumed all solid wall segments 24 inches (610 mm) or greater in length acted 
separately and were equal in length; thereby uniformly distributing the load to each solid wall 
segment. Each solid wall segment was assumed to act as an unreinforced fixed-end cantilever, 8 
feet (2.4 m) in height, to resist a concentrated lateral load at the top of the wall. Wall openings in 
residential structures are typically neither 8 feet (2.4 m) in height nor do they create solid wall 
segments completely unsupported at the top; therefore, several flexure models were investigated for 
wall segments with solid wall lengths ranging from 2 feet (610 mm) to 12 feet (3.7 m). All solid 
wall length segments occurring in a structure are rarely equal in length; however, the flexure 
models provided a range of acceptable values that were more conservative than the shear model 
discussed previously. 

The solid wall percent values from the 6-, 8-, 9-, 10-, and 12-foot (1.8-, 2.4-, 2.7-, 3-, and 3.7-m) 
flexure models were used based on the values from the shear model. For example, as the shear 
model predicted lesser amounts of solid wall in lower load conditions, a progressively shorter 
segment flexure model was used. This resulted in a more uniform and logical set of bracing 
provisions that were more conservative and rational than that derived by the shear model alone. 
However, judgement was required to achieve the final values. The values were rounded to the 
nearest 5 percent and are listed in Table 5.3 of the Prescriptive Method as base percentages of solid 
wall length. Additional testing and research is needed in this area to determine more accurate solid 
wall length percentages when concrete walls contain perforations (i.e., wall openings) of various 
sizes. 
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• Ceilings, roofs, attics, and floors span the full width of the house (assume no 
interior load-bearing walls or beams). 

• Floor and roof clear span is maximum 32 feet (9.8 m). 
• Roof snow loads were calculated by multiplying the ground snow load by 

0.7. Therefore, the roof snow load was taken as P = 0.7Pg, where Pg is the 
ground snow load in pounds per square foot. 

• Loads experienced by the lintel are uniform loads and do not take into 
account any arching action that might occur because opening locations 
above the lintel cannot be determined for all cases. 

• No. 3 stirrups are provided for spans greater than 4 feet (1.2 m) based on 
lintel test results; refer to Lintel Testing for Reduced Shear Reinforcement in 
Insulating Concrete Form Systems [C13]. 

All live and dead loads from the roof, attic, floor, wall above, and lintel itself were taken into 
account in the calculations using the ACI 318 [C1] load combination, U = 1.4D + 1.7L. This 
analysis is very conservative because the maximum snow, floor, and attic live loads have an 
extremely low probability of acting simultaneously throughout the life of the structure. In addition, 
the loads experienced by the lintel are based on the maximum allowable roof and floor clear span of 
32 feet (9.8 m). Typically, the full dead load and a percentage of the live load is considered in lintel 
analysis where information regarding opening placement in the story is known The area of load 
combinations or lintels, particularly when multiple transient live loads from various areas of the 
building are considered, must be refined to produce more economical and rational designs. 

The calculations are based on the lintel occurring in an above-grade wall with a floor live load of 30 
psf (1.4 kPa). Due to the conservative nature of the lintel load analysis, the tables may be used for 
lintels located in foundation walls where the maximum floor live load is 40 psf (1.9 kPa) and 
additional wall dead loads from the story above are present. 

Deflection limits are established primarily with regard to serviceability concerns. The intent is to 
prevent excessive deflection that may result in cracking of finishes. Windows and doors are 
especially sensitive to damage caused by lintel deflection; therefore, a conservative deflection limit 
of L/480 for service dead loads and sustained live loads is often suggested. This limit is very 
conservative when the installation of the window and door components is properly detailed. 
Accounting for the conservative lintel load analysis discussed above, L/240 for full service dead 
and live loads was used. The lintel section is assumed cracked and a stiffness factor of 0.1EcIg is 
used in accordance with test results and recommendations made in Design Criteria for Insulating 
Concrete Form Wall Systems [C11]. The reader is referred to Appendix B, Engineering Technical 
Substantiation for an example calculation of a load-bearing lintel. 

Because the maximum allowable lintel spans seldom account for garage door openings in homes 
with a story above using a single No. 4 or No. 5 bottom bar for lintel reinforcement, Table 5.9 in the 
Prescriptive Method is provided for larger wall openings such as those commonly used for one- and 
two-car garage doors. 
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referred to Appendix B, Engineering Technical Substantiation for an example calculation of a non 
load-bearing lintel. 
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C7.0 UTILITIES 

C7.1 Plumbing Systems 

Due to the different ICF materials available, the reader is advised to refer to the local building 
code for guidance. 

Typical construction practice with ICFs made of rigid plastic foam calls for cutting a chase into 
the foam for small pipes. Almost all ICFs made of rigid plastic foam will accommodate up to a 
1-inch- (25-mm-) diameter pipe and some may accommodate up to a 2-inch- (51-mm-) diameter 
pipe. The pipes are typically fastened to the concrete with plastic or metal ties or concrete nails. 
The foam is then replaced with adhesive foam installed over the pipe. Larger pipes are typically 
installed on the inside face of the wall with a chase constructed around the pipe to conceal it; 
alternatively, pipes are rerouted through interior light-frame walls. 

C7.2 HVAC Systems 

Due to the different ICF materials available, the reader is advised to refer to the local building 
code for guidance. 

ICF walls are considered to have high R-values and low air infiltration rates; however, due to the 
lack of test data, there is much debate on whether HVAC equipment can be sized smaller than in 
light-frame construction. Additional testing and monitoring are required. 

C7.3 Electrical Systems 

Due to the different ICF materials available, the reader is advised to refer to the local building 
code and the ICF manufacturer for guidance. 
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TABLE C8.2 
RECOMMENDED TOOLS FOR ICF CONSTRUCTION 

Tool 

CUTTING 

Drywall saw 

Keyhole saw 

PVC or miter saw 

Rasp or coarse sandpaper 

Hand saw 

Circular saw 

Reciprocating saw 

Thermal cutter 

Utility knife 

Router 

Hot knife 

MISCELLANEOUS 

Mason’s trowel 

Wood glue, construction 
adhesive, or adhesive foam 

Cutter-bender 

Small-gauge wire or precut tie 
wire or wire spool 

Nylon tape 

Nylon twine 

Chalk line 

Tin snips 

MOVING/PLACING 

Forklift, manual lift, or boom or 
crane truck 

Chute 

Line pump 

Boom pump 

Use/ 
Application 

Small, straight, or curved cuts and holes 

Precise holes for utility penetrations 

Small, straight cuts and for shaving edges of forms 

Shaving edges of forms; removing small high spots after 
concrete pour 

Fast, straight cuts 

Fast, precise cuts; ensure proper blade is used 

Fast cuts, good for utility cuts, ensure proper blade is used 

Fast, very precise cuts; removing large bulges in wall after 
concrete pour 

Small, straight, or curved cuts and holes 

Fast, precise utility cuts; use with 1/2-inch drive for deep 
cutting 
Fast, very precise utility cuts 

Leveling concrete after pour; striking excess concrete from 
form after pour 

Applying thin mortar bed to forms 

Gluing forms together at joints 

Cutting and bending steel reinforcement to required lengths 
and shapes 

Tying horizontal and vertical reinforcement together 

Reinforcing seams before concrete is poured 

Tying horizontal and vertical reinforcement together 

Plumbing walls and foundation 

Cutting metal form ties 

Carrying large units or crates of units and setting them in 
place 

Placing concrete in forms for below-grade pours 

Placing concrete in forms; use with a 2-inch hose 

Placing concrete in forms; use with two “S” couplings and 
reduce the hose to a 2-inch diameter 

Applicable 
Form 

Material 

Foam 

All 

Foam 

Foam 

All 

All 

All 

Foam 

Foam 

Foam 

Foam 

All 

Composite 

Foam 

All 

All 

Foam 

All 

All 

Foam 

All 

All 

All 

All 
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Figure A1.1 Building Elevations 
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TABLE 4.1 
MINIMUM HORIZONTAL WALL REINFORCEMENT FOR 

ICF ABOVE-GRADE WALLS 
(excerpt from the Prescriptive Method) 

ICF Wall Type Maximum 
and Minimum Height of Location of Horizontal Reinforcement 
Wall Thickness Wall Story 

inches (mm)1 feet (meters) 
8 (2.4) One No. 4 bar within 12 inches (305 mm) of the top of the wall story 

and one No. 4 bar near third points in the wall story 
Flat 9 (2.7) One No. 4 bar within 12 inches (305 mm) of the top of the wall 

3.5 (89) story and one No. 4 bar near third points in the wall story 

TABLE 4.2 
MINIMUM VERTICAL WALL REINFORCEMENT 

FOR FLAT ICF ABOVE-GRADE WALLS 1,2,3 

(excerpt from the Prescriptive Method) 

Minimum Vertical Reinforcement 

Max. Maximum 
Wind Wall Supporting Light-Frame Supporting Light-Frame Supporting ICF Second 
Speed Height Roof Only Second Story and Roof Story and Light-Frame 

per Story Roof 
Minimum Wall Thickness (inches) 

(mph) (feet) 3.5 5.5 3.5 5.5 

8 #4@32” N/R #4@32” N/R 

70 9 #4@32” N/R #4@32” N/R 

10 #4@32” N/R #4@32” N/R 

8 #4@32” N/R #4@32” N/R 

80 9 #4@32” N/R #3@28”; N/R 
#4@32”; #5@34” 

ICF Second-Story Walls 

3.5 

#4@32” 

#3@20”; 
#4@24”; #5@26” 

#3@20”; 
#4@24”; #5@26” 

#4@32” 

#3@14”; 
#4@18”;#5@20” 

5.5 

N/R 

N/R 

N/R 

N/R 

N/R 

Applying the same sequence for the second-story walls as for the first-story walls, second-story 
walls require a minimum of one continuous No. 4 horizontal reinforcing bar placed within 12 
inches (305 mm) of the top of the wall story and one No. 4 bar placed near third points in the wall 
story in accordance with Table 4.1 of the Prescriptive Method. Table 4.2 of the Prescriptive 
Method requires a minimum vertical wall reinforcement of one No. 4 bar spaced at 32 inches 
(813 mm) on center for flat walls with a thickness of 4.5 inches (114 mm) supporting a light-
frame roof. 
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located in an 80 mph (129 km/hr) wind area and Seismic Zone 2. Each above-grade wall story is 
4.5 inches (114 mm) thick. 

The closest roof slope category in Table 5.3 of the Prescriptive Method is 9:12. The design roof 
slope is 8:12; therefore, the following calculations may be used to determine the exact solid wall 
length required. 

FIRST-STORY WALLS 

In accordance with Table 5.2 of the Prescriptive Method, the minimum solid wall length is the 
greater of the following values. 

(a). The base percentage of solid wall length is based on wind speed in Table 5.3 multiplied by 
the appropriate factor from Table 5.1 of the Prescriptive Method for the 28-foot (8.5-m) and 
40-foot (12-m) walls. 

60 percent (9:12) minus 40 percent (6:12) equals three equal percentage increments of 
6.67 percent; (60% - 40%)/3 = 6.67%. 60 percent (9:12) minus 6.67 percent (1:12) 
indicates the base percentage of solid wall length is 53 percent. 

The building aspect ratio is approximately 1.4 (40 feet/28 feet =1.4). Therefore, the base percentage 
of solid wall length may be adjusted as follows. 

• The base percentage of solid wall length may be reduced by the appropriate 
adjustment factor from Table 5.1 of the Prescriptive Method to (0.7)(53) = 37 
percent for the 28-foot (8.5-m) wall. 

• The base percentage of solid wall length may be reduced by the appropriate 
adjustment factor from Table 5.1 of the Prescriptive Method to (0.4)(53) = 21 
percent for the 40-foot (12-m) wall. 

(b). The base percentage of solid wall length for Seismic Zone 2 in Table 5.3 of the 
Prescriptive Method is 35 percent. This base percentage of solid wall length may not be 
adjusted for the 28-foot (8.5-m) wall; however, the base percentage of solid wall length 
may be divided by the building aspect ratio for the 40-foot (12-m) wall. 

• 35 percent for the 28-foot (8.5-m) wall 
• 35 percent/1.4 = 25 percent for the 40-foot (12-m) wall 

(c). A minimum of 20 percent is required for walls supporting an ICF or light-frame second 
story and a light-frame roof. 

The greatest value determined in (a) through (c) above for the 28-foot (8.5-m) wall is 37 percent; 
thus, the 28-foot (8.5-m) walls require (0.37)(28) = 10’-4” (3.2 m) of solid wall length. The 
greatest value determined in (a) through (c) above for the 40-foot (12-m) wall is 25 percent; thus, 
the 40-foot (12-m) walls require (0.25)(40) = 10’-0” (3 m) of solid wall length. Remember that 
Section 5.0 requires a minimum length of 24 inches (610 mm) of solid wall segment, extending the 
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for the 40-foot (12-m) wall; therefore, the 40-foot (12-m) wall requires a minimum of 8’-0” solid 
wall length to meet the maximum allowable spacing of 18 feet (5.5 m) on center. 

TABLE 5.1 
ADJUSTMENT FACTORS FOR USE WITH TABLE 5.21 

(excerpt from the Prescriptive Method) 

Adjustment Factor 
Building Aspect Ratio2 Parallel to the Shorter Parallel to the Longer 

Building Dimension or Building Dimension or 
Endwall, W Sidewall, L 

2.0 1.0 0.25 
1.8 0.9 0.30 
1.6 0.8 0.35 
1.4 0.7 0.40 
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TABLE 5.3
BASE PERCENTAGE OF SOLID WALL LENGTH

ALONG EXTERIOR WALL LINES1,2,3

(excerpt from the Prescriptive Method)

ICF Wall Max. Base Solid Wall Length (percent)

Type and
Minimum Wall

Roof
Slope

Wall Supporting
 Light-Frame Roof

Wall Supporting ICF or Light-Frame
Second Story and Light-Frame Roof

Thickness4
Maximum Wind Speed (mph)

(inches) 70 80 90 100 110 70 80 90 100 110

Flat 3:12 15 15 15 15 20 30 35 40 50 55
3.5 6:12 15 15 20 20 25 30 40 50 55 60

9:12 20 25 30 40 45 45 60 70 85 95
12:12 25 35 40 50 60 50 65 80 95 100

Flat 3:12 15 15 15 15 15 20 25 30 40 40
5.5 6:12 15 5 5 5 0 0 0 5 0 5

9:12 15 15 20 25 30 35 45 50 60 70
12:12 20 20 25 35 40 35 50 55 70 75

Flat 3:12 15 15 15 15 15 20 20 25 30 30
7.5 6:12 15 5 5 5 5 0 0 5 0 5

9:12 15 15 15 20 25 25 30 40 45 50
12:12 15 20 20 25 30 30 35 40 50 55

Waffle-Grid 3:12 15 15 15 15 20 25 30 35 45 50
6 6:12 15 5 0 0 5 5 5 5 0 5

9:12 20 20 25 35 40 40 55 60 75 85
12:12 25 30 35 45 50 45 60 70 85 90

Waffle-Grid 3:12 15 15 15 15 15 20 25 30 35 35
8 6:12 15 5 5 5 0 0 5 0 5 0

9:12 15 15 20 25 30 30 40 45 55 60
12:12 20 20 25 30 35 35 40 50 60 65

Screen-Grid 3:12 15 5 0 0 25 30 40 45 55 60
6 6:12 15 0 5 0 5 0 0 0 0 0

9:12 25 30 45 50 65 50 65 80 90 100
12:12 35 40 55 65 80 55 70 85 100 100

Seismic Zone 2

Flat, 3.5 N/A 20 35
Flat, 5.5 N/A 15 30
Flat, 7.5 N/A 15 25

Waffle-Grid, 6 N/A 20 35
Waffle-Grid, 8 N/A 20 30
Screen-Grid, 6 N/A 25 45

For SI: 1 inch = 25.4 mm;   1 mph = 1.6093 km/hr

1 Linear interpolation between roof slopes shall be permitted.
2 Base percentages are applicable for maximum 10-foot (3.0-m) wall story heights.
3 N/A indicates not applicable.
4 Actual thickness is shown for flat walls while nominal thickness is given for waffle- and screen-grid walls . Refer to

Section 2.0 for actual waffle- and screen-grid thickness and dimensions.

1 1 1 2 2 3 3 4 4

1 1 1 1 2 2 2 3 3

1 2 2 2 2 3 4 5 5

1 1 1 2 2 2 3 3 4

1 2 2
2 2 3 3 3 4 5 6 7
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TABLE 5.4 
MINIMUM WALL OPENING REINFORCEMENT 

REQUIREMENTS IN ICF WALLS 
(excerpt from the Prescriptive Method) 

Wall Type and 
Opening Width, L 

feet (m) 

Flat, Waffle-, and 
Screen-Grid: 
L < 2 (0.61) 

Screen-Grid: 
2 (0.61) ≤  L ≤  4 (1.2) 

Flat and Waffle-Grid: 
2 (0.61) ≤  L < 4 (1.2) 

Flat, Waffle-, and 
Screen-Grid: 
L ≥ 4 (1.2) 

Minimum 
Horizontal Opening 

Reinforcement 

None Required 

One No. 4 bar a minimum of 1.5 inches (38 
mm) and a maximum of 2.5 inches (64 mm) 
from the top of the opening. One No. 4 bar 
within 12 inches (305 mm) of the bottom of 
the opening. Each No. 4 bar shall extend a 
minimum of 24 inches (610 mm) beyond 
the limits of the opening. 

One No. 4 bar within 12 inches (305 mm) 
of the top of the opening. One No. 4 bar 
within 12 inches (305 mm) from the 
bottom of the opening. Each No. 4 bar 
shall extend a minimum of 24 inches (610 
mm) beyond the limits of the opening. 

Provide lintels in accordance with 
Section 5.0. Top and bottom lintel 
reinforcement shall extend a minimum 
of 24 inches (610 mm) beyond the limits 
of the opening. 

Minimum 
Vertical Opening 

Reinforcement 

None Required 

None Required 

None Required 

In conditions with wind speeds less than 
or equal to 90 mph (145 km/hr), provide 
one No. 4 bar for the full height of the 
wall story within 12 inches (305 mm) of 
each side of the opening. 

In conditions with wind speeds greater 
than 90 mph (145 km/hr), provide two 
No. 4 bars for the full height of the wall 
story within 12 inches (305 mm) of each 
side of the opening. 
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TABLE 6.1 
FLOOR LEDGER-ICF WALL CONNECTION (SIDE-BEARING CONNECTION) 

REQUIREMENTS1,2,3 

(excerpt from the Prescriptive Method) 

Maximum Anchor Bolt Spacing5 (inches) 

Maximum Floor Staggered Staggered Two Two 
Clear Span4 1/2-Inch- 5/8-Inch- 1/2-Inch- 5/8-Inch-

Diameter Diameter Diameter Diameter 

(feet) Anchor Bolts Anchor Bolts Anchor Bolts6 Anchor Bolts6 

8 18 20 36 40 
10 16 18 32 36 
12 14 18 28 36 
14 12 16 24 32 

ICF Wall-To-Roof Connection 

Section 6.0, Table 6.2, and Figure 6.8 of the Prescriptive Method are used to determine the top of 
the ICF wall-to-roof connection requirements. It is assumed that the design house has wood 
trusses in lieu of wood rafters and is located in an 80 mph (129 km/hr) wind area. Table 6.2 of 
the Prescriptive Method requires a minimum of a 1/2-inch (13-mm) anchor bolt spaced at 6 feet 
(1.8 m) on center; no roof strap is required. 

TABLE 6.2 
TOP SILL PLATE-ICF WALL CONNECTION REQUIREMENTS 

(excerpt from the Prescriptive Method) 

Maximum Wind Speed Maximum Anchor Bolt Spacing 1 

(mph) 1/2-Inch-Diameter Anchor Bolt 5/8-Inch-Diameter Anchor Bolt 

70 6’-0” 8’-0” 

80 6’-0” 8’-0” 

90 6’-0” 8’-0” 

100 4’-0” 6’-0” 

110 4’-0” 4’-0” 

For SI: 1 foot = 0.3048 m;  1 inch = 25.4 mm;  1 mph = 16.09344 km/hr 

1 Minimum anchor bolt embedment length shall be 4 inches (102 mm). 
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1.0 GENERAL 

1.1 Load Calculations 

Roof Loads 

Roof snow loads were calculated by using ASCE 7 [B1], multiplying the ground snow load by 
0.7. Therefore, roof snow load was taken as P = 0.7Pg, where Pg is the ground snow load in 
pounds per square foot. Off-balance snow loads were not considered since heavier gravity loads 
generally improve the performance of concrete walls. Also, this approach has proven successful 
based on past performance and experience in residential construction when building and roof 
spans are relatively small. 

Wind Loads 

Wind loads were based on fastest-mile wind speeds ranging from 70 to 110 mph (113 to 177 
km/hr). Wind pressures were calculated in accordance with SBC [B2] by using components and 
cladding coefficients for enclosed buildings, interior zone, and a mean roof height of 35 feet 
(10.7 m). The calculated wind load is the product of the velocity pressure, the pressure 
coefficient, and the use factor as shown in Figure B1.1. The component and cladding wind loads 
were used to determine out-of-plane bending and shear in the walls. Main wind force resisting 
system (MWFRS) loads were also determined assuming an enclosed building condition in 
accordance with SBC [B2]. The distribution of lateral wind loads to components or assemblies 
comprising the MWFRS was achieved by a standard tributary area method. Wind forces on all 
windward and leeward surfaces were considered when determining MWFRS loads. 

Wind Speed 

mph (km/hr) 

70 (113) 

80 (129) 

90 (145) 

100 (161) 

110 (177) 

Calculation 

12.8 x 1.25 x 1.0 = 

16.7 x 1.25 x 1.0 = 

21.1 x 1.25 x 1.0 = 

26.0 x 1.25 x 1.0 = 

31.5 x 1.25 x 1.0 = 

Components and Cladding 
Wind Load 
psf (kPa) 

16 (0.77) 

21 (1.0) 

27 (1.3) 

32 (1.5) 

40 (1.9) 

Figure B1.1 Calculated Wind Loads 

1.2 ICF Foundation Wall Design Assumptions 

Four different construction cases were investigated to cover the range of residential construction 
possibilities. Descriptions of the four construction cases follow. 
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A3: 

A4: 

Supporting One-Story ICF 
Construction 

• Smallest practical axial 
design load with ICF 
construction due to dead and 
live loads 

• Smallest floor eccentricity; 
assume side-bearing ledger 
board for floor connection 

• Largest practical wall 
eccentricity; assume ICF wall 
thickness for above-grade 
wall is smaller than ICF wall 
thickness for foundation wall 

• Earth load varies from 30 pcf 
(481 kg/m3) to 60 pcf (960 
kg/m3) by equivalent fluid 
density 

Supporting Two-Story ICF 

• 

• 

• 

• 

Construction 

Largest axial design load with 
ICF construction due to dead 
and live loads 
Largest floor eccentricity; 
assume side-bearing ledger 
board for floor connection 
No wall eccentricity; assume 
ICF wall thickness for above- 
grade wall is equal to ICF 
wall thickness for foundation 
wall 
Earth load varies from 30 pcf 
(481 kg/m3) to 60 pcf (960 
kg/m3) by equivalent fluid 
density 
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B3: Supporting One-Story Light-
Frame Construction and Roof 

• Largest axial design load with 
light-frame construction due 
to dead and live loads 

• No eccentricity; assume 
direct floor bearing on first-
story wall 

• Wind loads vary from 70 
mph to 110 mph (113 to 177 
km/hr) 

Supporting One-Story ICF 
Construction and Light-Frame 

B4: 

• 

• 

• 

• 

Roof 

Largest axial design load with 
ICF construction due to dead 
and live loads 
Largest practical floor 
eccentricity; assume side-
bearing ledger board for floor 
connection 
No wall eccentricity; assume 
ICF wall thickness for 
second-story wall is equal to 
ICF wall thickness for first-
story wall 
Wind loads vary from 70 
mph to 110 mph (113 to 177 
km/hr) 

The following values were used to design the above-grade walls; refer to Figure B1.3. The story 
wall height and wind load vary. The vertical wall reinforcements listed in the minimum vertical 
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1.4 ICF Lintel Design Assumptions 

The moment and shear capacities were determined in accordance with ACI [B3]. The following 
design assumptions were used: 

Second-Floor Live Load = 30 psf [1.4 kPa] 
Attic Live Load = 20 psf [0.96 kPa] 
Roof Dead Load = 15 psf [0.72 kPa] 
Roof and Floor Clear Span = 32 ft [9.8 m] 
ICF Wall Dead Load = 69 psf [3.3 kPa] 
Deflection Criterion = L/240 

No.  3 Stirrups are required at maximum d/2, where d = lintel depth minus 2-inch (51-mm) reinforcement 
cover. 

No. 4 and No. 5 bars are used. All steel has a minimum tensile strength of 40,000 psi (300 MPa). All 
concrete has a minimum compressive strength, f’c,  of 2,500 psi (17 MPa). 

1.5 Ledger Board Connection Design Assumptions 

The following design assumptions were used: 

Floor Live Load = 40 psf [1.9 kPa] 
Floor Dead Load = 15 psf [0.72 kPa] 
Wind Load = 40 psf [1.9 kPa] 
Wall Height above and 
below Connection = 10 feet [3 m] 
Floor Joist Spacing = 2 feet [0.61 m] 
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Earth Load@midht −
( 30 pcf )(5 ft )( 4.5 ft ) 2 

+
( 30 pcf )( 4.5 ft ) 3 

2 6 
+ 306 plf ( 4.5 ft ) = 312 ft − lb / lf [1.39 kN-m/m] 

Earth Load@x −
( 30 pcf )(5 ft )( 2.85 ft ) 2 

+
( 30 pcf )( 2.85 ft ) 3 

2 6 
+ 306 plf ( 2.85 ft) = 377 ft − lb / lf [1.68 kN-m/m] 

x , 2.85 feet (0.87 m), is the location of the maximum moment; a simply supported beam model is used. 

Parallel Shear 
The unbalanced backfill height is greater than 4 feet (1.2 m). Assume all basement walls in the 
building have 5 feet (1.5 m) of unbalanced backfill height. Parallel shear is neglected since the 
foundation walls are generally restrained by the soil lateral pressure on all sides. 

Perpendicular Shear 
Refer to Section 7.0 for variable definitions. 

ql 3 ( 30 pcf )(5ft ) 3 

Vtop = 
6L 

= 
6 9  ft ) = 69 plf [1.0 kN/m]( 

2 

Vmidht = qlx − 
qx 

−Vbottom = ( 30 pcf )(5 ft)( 4.5 ft ) − 
(30 pcf )( 4.5 ft) 2 

− 306 plf = 66 plf [0.96 kN/m]
2 2 

Vbottom = 
ql 

2

2 

−Vtop =
( 30 pcf 

2 

)(5 ft ) 2 

− 69 plf = 306 plf [4.46 kN/m] 

Bottom 1,067 0 640 0 0 306 

For SI:  1 plf = 14.59390 N/m; 1 in-lb/lf = 0.3706850 N-m/m; 1 lb = 4.448222 N 

Figure B3.1 Nominal Load Summary for Construction Case A1 

Figure B3.1 is a summary sheet of the loading conditions described above. To determine the 
moments at various locations in each wall story, refer to Section 7.0. Figure B3.2 is a summary 
sheet of the ACI [B3] factored loads for each ICF wall story. The values listed in Figure B3.2 are 
determined by substituting the values from Figure B3.1 into the equations listed in the left 
column of Figure B3.2. 

NOMINAL STRUCTURAL LOAD SUMMARY 

Story 
Vertical 

Location 
within 
Wall 

Dead Live Wind Earth 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Foundation Top 

Midheight 
x = 2.85 ft 

448 
757 
871 

0 
0 
0 

640 
640 
640 

0 
0 
0 

0 
3,745 
4,530 

69 
66 
0 
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M u min = 01hPu = 01(55in)( 784 plf ) = 431in − lb / lf 
[160 N-m/m] 

. . . , 

.= 0 04 ft − kip / lf ( ACI LOAD COMBINATION 3) 

Plot Mu and  Pu on the interaction diagram for a 5.5-inch- (140-mm-) thick flat wall shown in 
Figure B3.3. The plotted point, “A1”, lies within the lower tension boundary, the upper 
compression boundary for a 9-foot (2.7-m) wall height, and the reference axes; therefore, a 5.5-
inch- (140-mm-) thick flat structural plain concrete wall is sufficient for the given loading 
conditions. 

Check Deflection 

For below-grade walls, a conservative deflection limit of L/240 for service live loads is used 
because earth loads are immediate and are not expected to change significantly with time. To 
calculate wall deflection at service load levels, effective section properties of the assumed 
uncracked concrete section are based on EcIg. 

12 feet 

10 feet 

A2 
A4 
A1 
A3 

8 feet 

5.5-Inch-Thick Flat ICF Wall (f’c = 2,500 psi) 

0.0 0.5 1.0 1.5 2.0 2.5 3.0 

φ M n (ft-kip) 

0 

10 

20 

30 

40 

50 

φ 
P

n (
ki

p)
 

Figure B3.3 Structural Plain Concrete Wall Interaction Diagram 
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Foundation Wall Moments 

Dead Load @top [2( 240) plf + 2(110) plf + 320 plf ]( 0 in) = 0 in − lb / lf 

Live Load @top [( 640 plf + 480 plf + 400 plf + 980 plf )]( 0 in) = 0 in − lb / lf 

Earth Load Unchanged from Construction Case A1; refer to Section 3.1.1. 

Parallel Shear 
Unchanged from Construction Case A1; refer to Section 3.1.1. 

Perpendicular Shear 
Unchanged from Construction Case A1; refer to Section 3.1.1. 

[0 N-m/m] 

[0 N-m/m] 

Figure B3.4 is a summary sheet of the loading conditions described above. To determine the 
moments at various locations in each wall story, refer to Section 7.0. Figure B3.5 is a summary 
sheet of the ACI [B3] factored loads for each ICF wall story. The values listed in Figure B3.5 are 
determined by substituting the values from Figure B3.4 into the equations listed in the left 
column of Figure B3.5. 

Bottom 1,639 0 2,500 0 0 306 N/A 

For SI:  1 plf = 14.59390 N/m; 1 in-lb/lf = 0.3706850 N-m/m; 1 lb = 4.448222 N 

Figure B3.4 Nominal Load Summary for Construction Case A2 

NOMINAL STRUCTURAL LOAD SUMMARY 

Story 
Vertical 

Location 
within 
Wall 

Dead Live Wind Earth 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Foundation Top 

Midheight 
x = 2.85 ft 

1,020 
1,329 
1,443 

0 
0 
0 

2,500 
2,500 
2,500 

0 
0 
0 

0 
3,745 
4,530 

69 
66 
0 

FACTORED STRUCTURAL LOAD SUMMARY 

FOUNDATION WALL 

ACI 318  Load Combinations 1 

Vertical 
Location 

within 
Wall 

Factored Loads 

Dead Live Earth Total 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Axial 
(plf) 

Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
1. U = 1.4D + 1.7L Top 

Midheight 

x = 2.85 ft 

Bottom 

1,428 

1,861 

2,020 

2,295 

0 

0 

0 

0 

4,250 

4,250 

4,250 

4,250 

0 

0 

0 

0 

5,678 

6,111 

6,270 

6,545 

0 

0 

0 

0 

2. U = 1.4D + 1.7L + 1.7H Top 

Midheight 

x = 2.85 ft 

Bottom 

1,428 

1,861 

2,020 

2,295 

0 

0 

0 

0 

4,250 

4,250 

4,250 

4,250 

0 

0 

0 

0 

0 

6,367 

7,701 

0 

118 

112 

0 

520 

N/A 5,678 

6,111 

6,270 

6,545 

0 

6,367 

7,701 

0 

118 

112 

0 

520 

N/A 

3. U = 0.9D + 1.7H Top 

Midheight 

x = 2.85 ft 

Bottom 

918 

1,196 

1,299 

1,475 

0 

0 

0 

0 

0 

6,367 

7,701 

0 

118 

112 

0 

520 

N/A 918 

1,196 

1,299 

1,475 

0 

6,367 

7,701 

0 

118 

112 

0 
520 

N/A 

1 D = Dead Load, L = Live Load, W = Wind Load, H = Earth Load 

For SI:  1 plf = 14.59390 N/m; 1 in-lb/lf = 0.3706850 N-m/m; 1 lb = 4.448222 N 

Figure B3.5 Factored Load Summary for Construction Case A2 
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Dead Loads 
First Floor 0.5 ( 32 ft )(10 psf ) = 160 plf [2.3 kN/m] 

Roof and Ceiling 0.5 ( 40 ft)(12 psf ) = 240 plf [3.5 kN/m] 

First-Story ICF Wall 05 (8 ft )(50 psf ) = 200 plf @ mid-height [2.9 kN/m]. 

Foundation ICF Wall 0.5 (9.0 ft)(68.75 psf ) = 309 plf @ mid-height [4.5 kN/m] 

Live Loads 
First Floor 0.5 ( 32 ft )(10 psf ) = 160 plf [2.3 kN/m] 

Roof and Ceiling 05 ( 40 ft)( 0 psf ) = 0 plf [0 kN/m]. 

Attic 05 ( 40 ft)( 0 psf ) = 0 plf [0 kN/m]. 

Foundation Wall Moments 
Dead Load @top [240 plf + 2(200 plf )]( 0.75in) + (160 plf )(−2.75in) = 40 in − lb / lf  [15 N-m/m] 

Live Load @top (0 plf + 0 plf )( 0.75in) + (160 plf )(−2.75in) = −440 in − lb / lf [-163 N-m/m] 

Earth Load Unchanged from Construction Case A1; refer to Section 3.1.1. 

Parallel Shear 
Unchanged from Construction Case A1; refer to Section 3.1.1. 

Perpendicular Shear 
Unchanged from Construction Case A1; refer to Section 3.1.1. 

Bottom 1,419 0 160 0 0 306 N/A 

For SI:  1 plf = 14.59390 N/m; 1 in-lb/lf = 0.3706850 N-m/m; 1 lb = 4.448222 N 

Figure B3.6 Nominal Load Summary for Construction Case A3 

Figure B3.6 is a summary sheet of the loading conditions described above. To determine the 
moments at various locations in each wall story, refer to Section 7.0. Figure B3.7 is a summary 
sheet of the ACI [B3] factored loads for each ICF wall story. The values listed in Figure B3.7 are 
determined by substituting the values from Figure B3.6 into the equations listed in the left 
column of Figure B3.7. 

Check Perpendicular Shear 

According to Figure B3.7, the critical factored perpendicular shear load, Vu, is the same as that in 
Construction Case A1; refer to Section 3.1.1 for calculations. 

NOMINAL STRUCTURAL LOAD SUMMARY 

Story 
Vertical 

Location 
within 
Wall 

Dead Live Wind Earth 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Foundation Top 

Midheight 
x = 2.85 ft 

800 
1,109 
1,223 

40 
20 
13 

160 
160 
160 

-440 
-220 
-139 

0 
3,745 
4,530 

69 
66 
0 
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3.1.4 Construction Case A4 

Figures B3.8 and B3.9 summarize the nominal and factored loads calculated in this section. Refer 
to Section 7.0 for typical loading condition equations. The wall moments are calculated by 
multiplying the axial load by the assumed eccentricities of the roof, wall above, and floor as 
applicable. 

Dead Loads 
First Floor 0.5 ( 32 ft )(15 psf ) = 240 plf [3.5 kN/m] 

Second Floor 0.5 ( 32 ft )(15 psf ) = 240 plf [3.5 kN/m] 

Roof and Ceiling 0.5 ( 40 ft)(16 psf ) = 320 plf [4.7 kN/m] 

First-Story ICF Wall 0.5 (10 ft )(100 psf ) = 500 plf @ mid-height [7.3 kN/m] 

Second-Story ICF Wall 0.5 (10 ft )( 75 psf ) = 375 plf @ mid-height [5.5 kN/m] 

Foundation ICF Wall 05 (9 ft )( 68.75 psf ) = 309 plf @ mid-height [4.5 kN/m]. 

Live Loads 
First Floor 0.5 ( 32 ft)( 40 psf ) = 640 plf [9.3 kN/m] 

Second Floor 0.5 ( 32 ft)( 30 psf ) = 480 plf [7 kN/m] 

Roof and Ceiling 0.5 ( 40 ft)( 49 psf ) = 980 plf [14.3 kN/m] 

Attic 0.5 ( 40 ft)( 20 psf ) = 400 plf [5.8 kN/m] 

Foundation Wall Moments 

Dead Load@top [240 plf + 2(375 plf ) + 2(500 plf ) + 320 plf ]( 0 in) 
+ [240 plf (− 4.75in)] = −1,140 in − lb / lf [-0.42 N-m/m] 

Live Load@top [( 480 plf + 400 plf + 980 plf )](0 in) + [640 plf (− 4.75in)] 
= −3 040 in − lb / lf [-1.1 kN-m/m], 

Earth Load Unchanged from Construction Case A1; refer to Section 3.1.1. 

Parallel Shear 
Unchanged from Construction Case A1; refer to Section 3.1.1. 

Perpendicular Shear 
Unchanged from Construction Case A1; refer to Section 3.1.1. 

Bottom 3,169 0 2,500 0 0 306 N/A 

For SI:  1 plf = 14.59390 N/m; 1 in-lb/lf = 0.3706850 N-m/m; 1 lb = 4.448222 N 

Figure B3.8 Nominal Load Summary for Construction Case A4 

NOMINAL STRUCTURAL LOAD SUMMARY 

Story 
Vertical 

Location 
within 
Wall 

Dead Live Wind Earth 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Axial 
(plf) 

Moment 
(in-lb/lf) 

Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Moment 
(in-lb/lf) 

Shear,perp 

(plf) 
Shear,par 

(lb) 
Foundation Top 

Midheight 
x = 2.85 ft 

2,550 
2,859 
2,973 

-1,140 
-570 
-361 

2,500 
2,500 
2,500 

-3,040 
-1,520 

-962 

0 
3,745 
4,530 

69 
66 
0 
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inch- (140-mm-) thick flat wall structural plain concrete wall is sufficient for the given loading 
conditions. 

Check Deflection 

Unchanged from Construction Case A1; refer to Section 3.1.1 for calculations. 

Determine Reinforcement 

Unchanged from Construction Case A1; refer to Section 3.1.1 for calculations. 

3.1.5 Construction Case Summary 

In Construction Cases A1 through A4, a 5.5-inch- (140-mm-) thick flat ICF basement wall, 9 feet 
(2.7 m) high with 5 feet (1.5 m) of unbalanced backfill with an equivalent fluid density of 30 pcf 
(481 kg/m3), requires one No. 4 bar at 48 inches (1.2 m) on center minimum vertical wall 
reinforcement and one No. 4 bar at 48 inches (1.2 m) on center minimum horizontal wall 
reinforcement. The wall reinforcement is not required by calculation, but it is a recommendation 
based on reliable practice to control temperature and shrinkage cracking and potential 
construction error. From Table 3.3 of the Prescriptive Method, we also obtain one No. 4 
horizontal bar near third points in the wall story (approximately 3 feet (0.9 m) on center) and, 
from Table 3.4 of the Prescriptive Method, one No. 4 bar at 48 inches (1.2 m) on center 
minimum vertical wall reinforcement. 

TABLE 3.3 
MINIMUM HORIZONTAL WALL REINFORCEMENT FOR 

ICF BASEMENT WALLS 
(excerpt from the Prescriptive Method) 

Maximum Height of 
Basement Wall Location of Horizontal Reinforcement 

feet (meters) 
8 (2.4) One No. 4 bar within 12 inches (305 mm) of the top of the wall story and one 

No. 4 bar near mid-height of the wall story 
9 (2.7) One No. 4 bar within 12 inches (305 mm) of the top of the wall story and 

one No. 4 bar near third points in the wall story 
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3.2 5.5-Inch- (140-mm-) Thick Flat ICF Basement Wall 

A flat ICF foundation wall is selected from Table 3.4 of the Prescriptive Method for foundation 
walls constructed in soil with an equivalent fluid density of 30 pcf (481 kg/m3). The foundation 
wall is 9 feet (1.2 m) high and has 6 feet (1.8 m) of unbalanced backfill. Table 3.4 shows that the 
foundation wall is required to have one No. 3 bar at 10 inches (254 mm) on center for minimum 
vertical wall reinforcement. Calculate the capacity and check the adequacy of the 5.5-inch- (140-
mm-) thick flat ICF foundation wall. 

Using the values in Figure B1.2 and the material properties in Section 2.0, compute the amount of 
vertical wall reinforcement required in Construction Cases A1 through A4. 

3.2.1 Construction Case A1 

Figures B3.10 and B3.11 summarize the nominal and factored loads calculated in this section. 
Refer to Section 7.0 for typical loading condition equations. The wall moments are calculated by 
multiplying the axial load by the assumed eccentricities of the roof, wall above, and floor as 
applicable. 

Dead Loads 
First Floor 0.5 ( 32 ft )(10 psf ) = 160 plf [2.3 kN/m] 

Roof and Ceiling 0.5 ( 40 ft)(12 psf ) = 240 plf [3.5 kN/m] 

First-Story Wood Wall (8 0  ft)( 6 psf ) = 48 plf @ base of wall [0.7 kN/m]. 

Foundation ICF Wall 0.5 (9.0 ft)(68.75 psf ) = 309 plf @ mid-height [4.5 kN/m] 

Live Loads 
First Floor 0.5 ( 32 ft)( 40 psf ) = 640 plf [9.3 kN/m] 

Roof and Ceiling 05 ( 40 ft)( 0 psf ) = 0 plf [0 kN/m]. 

Attic 05 ( 40 ft)( 0 psf ) = 0 plf [0 kN/m]. 

Foundation Wall Moments 
Dead Load @top [240 plf + 48 plf + 160 plf ]( 0 in) = 0 in − lb / lf  [0 N-m/m] 

Live Load @top (0 plf + 0 plf + 640 plf )( 0 in) = 0 in − lb / lf  [0 N-m/m] 

Earth Loadmidht −
( 30 pcf )( 6 ft )( 4.5 ft ) 2 

+
( 30 pcf )( 4.5 ft ) 3 

2 6 
+ 420 plf ( 4.5 ft) = 523 ft − lb / ft [2.3 kN-m/m] 

Earth Load@x −
( 30 pcf )( 6 ft )( 3.17 ft ) 2 

+
( 30 pcf )( 3.17 ft ) 3 

2 6 
+ 420 plf ( 3.17 ft) = 586 ft − lb / ft [2.6 kN-m/m] 

Parallel Shear 
The unbalanced backfill height is greater than 4 feet (1.2 m). Assume all basement walls in the 
building have 6 feet (1.8 m) of unbalanced backfill height. Parallel shear is neglected since the 
foundation walls are restrained by the soil lateral pressure on all sides. 
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Assume the section does not require reinforcement. 

Check Perpendicular Shear 

According to Figure B3.11, the critical factored perpendicular shear load, Vu, experienced by the 
foundation wall occurs at the bottom of the wall story due to ACI [B3] Load Combinations (2) 
and (3). 

Vu = 714 plf [10.4 kN/m] 

φ Vn = bh psi
 
 =  

 
 
 0 65 

4 

3 
0 65

4 

3 
2 500 . ,f c ’ . 


 (12 in)(5.5in) = 2,860 plf [41.7 kN/m] 

Vu ≤ φVn OK 

Check Compression and Tension 

According to Figure B3.11, the critical maximum total moment, Mu, experienced by the 
foundation story wall occurs at x = 3.17 feet (0.97 m) due to ACI [B3] Load Combinations (2) 
and (3). The corresponding total factored axial load, Pu, is also taken at x = 3.17 feet (0.97 m) of 
the foundation wall based on ACI [B3] Load Combinations (2) and (3). The minimum factored 
moment required for design is specified in ACI 22.6.3 [B3]. 

Mu = 11,960 in − lb / ft = 1.0 ft − kip / lf  GOVERNS [4.4 kN-m/m] 

,Pu = 2 276 plf = 2.3 kip / lf ( ACI LOAD COMBINATION 2) [33.2 kN/m] 

Pu = 764 plf = 0.76 kip / lf ( ACI LOAD COMBINATION 3) [11 kN/m] 

Mu,min = 01hPu = 01(5.5in)( 2,276 plf ) = 1,252 in − lb / lf 
[0.46 kN-m/m] 

. . 

.= 010 ft − kip / lf ( ACI LOAD COMBINATION 2) 

Mu,min = 01hPu = 01(5.5in)( 764 plf ) = 420 in − lb / lf 
[0.16 kN-m/m] 

. . 

= 0 04 ft − kip / lf ( ACI LOAD COMBINATION 3). 

Plot Mu and  Pu on the interaction diagram for a 5.5-inch- (140-mm-) thick flat wall shown in 
Figure B3.12. The plotted point, “A1”, lies below the lower tension boundary for ACI [B3] Load 
Combination (3); therefore, a 5.5-inch- (140-mm-) thick flat wall structural plain concrete wall is 
insufficient for the given loading conditions. 

Design a structurally reinforced wall section with No. 3 bar at 12 inches (305 mm) on center. 

Check Perpendicular Shear 

According to Figure B3.10, the critical factored perpendicular shear load, Vu, experienced by the 
foundation wall occurs at the bottom of the wall story due to ACI [B3] Load Combinations (2) 
and (3). 

Vu = 714 plf [10.4 kN/m] 

.( )  bf c ’ wd = 0.85 2 psi 2 500 , ,φ Vn = 0.85 2 ( )  (12 in) 
55 

in 

 = 2 805 plf [40.9 kN/m]

2 
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ACI 10.10.2 [B3] allows the moment magnifier method to be used for walls with a slenderness 
ratio, klu/r, of 100 or less to account for slenderness effects in a wall. 

Determine Magnified Moment 

With one exception, the equations below are taken from ACI 10.12 [B3]. The equation for EI, as 
listed in ACI 10.12.3 [B3], is applicable to wall sections that contain a double layer of 
reinforcement. Given that ICFs contain only one layer of reinforcement, the equation for EI noted 
below is used instead [B7]. 

According to Figure B3.11, the critical maximum total moment, Mu, experienced by the 
foundation story wall occurs at x = 3.17 feet (0.97 m) due to ACI [B3] Load Combination (3). 
The corresponding total factored axial load, Pu, is also taken at x = 3.17 feet (0.97 m) of the 
foundation wall based on ACI [B3] Load Combination (3). 

− −Mu = 11,960 in lb / lf (1 ft) = 11,960 in lb [1.4 kN-m] 

Pu = 764 plf (1 ft) = 764 lb [3.4 kN] 

Ec = 57,000 psi 57 000 2 500 , ,f c = ’ = 2,850,000 psi [19.7 GPa] 

Pu dead 764 lb,
βd = 

Pu 
= 

764 lb 
= 10. 

As 0110 in 2 .
ρ = = = 0.0017 

Ag (55in)(12 in). 

β = 0.9 + 0.5βd 
2 − 12ρ ≥ 1.0 = 0.9 + 0.5 1.0( )  2 − 12(0.0017) = 1.38 

Mu 11,960 in − lb 
e = = = 15.65 in [398 mm]

Pu 764 lb 

EI = 
. 

β 
c g  

≥ 
c g  (05  − e 

h) 01E I0 4E I  E I  . 
≥ 

. c g  

β β 
[237 GPa] 

01(2 850,000 psi) (12 in)(5.5 in 
. ,  

= 
138 

)
12 

3 

= 34,360,054 psi 
. 

M2,min = Pu ( 0.6 + 0.03h) = 764 lb(0.6 + 0.03(5.5in)) = 585in − lb [66.1 kN-m] 

Cm = 10 for members with transverse loads between  supports. 

π 2 EI π 2 (34,360,054 psi)
Pc = = = 29,074 lb [129 kN] 

10 12 in / ft) (9 ft).(klu )2 ( )( 
Cm 10.

δ = 
uP 

0 75. 

≥ 10 = = 1.036ns . 
 lb 764 

0 75 29 074. 

1 −  Pc 
 

1 −  ( , lb)
 

Mns = δMu = 1.036(11,960 in − lb) = 12,391in − lb = 1.032 ft − kip [1.4 kN-m] 
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#3@12" o.c.

5.5-Inch-Thick Flat ICF Wall (f’c = 2500 psi)
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Figure B3.13  tructural Reinforced 5.5-Inch- (140-mm-) Thick Flat Concrete Wall Interaction Diagram
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Determine Reinforcement

To determine if the wall section is adequately reinforced, plot the magnified moment and the
corresponding total factored axial load on an interaction diagram shown in Figure B3.14. The
plotted point, “B”, lies above the plotted line in the interaction diagram; therefore, one vertical No.
3 bar at 10 inches (254 mm) on center is adequate.

Tests [B6] have shown that horizontal wall reinforcement spacing limited to 48 inches (1.2 m) on
center results in reliable performance; therefore, install one No. 4 bar at 48 inches (1.2 m) on
center horizontally. At least one continuous horizontal reinforcement bar should be placed within
the top 12 inches (305 mm) of the wall story.
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Figure B3.14  tructural Reinforced 5.5-Inch- (140-mm-) Thick Flat Concrete Wall Interaction DiagramS
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Check Perpendicular Shear 

According to Figure B3.16, the critical factored perpendicular shear load, Vu, is the same as that 
in Construction Case A1; refer to Section 3.2.1 for calculations for a structural plain concrete 
section. 

Check Compression and Tension 

According to Figure B3.16, the critical maximum total moment, Mu, experienced by the 
foundation story wall occurs at x = 3.17 feet (0.97 m) due to ACI [B3] Load Combinations (2) 
and (3). The corresponding total factored axial load, Pu, is also taken at x = 3.17 feet (0.97 m) of 
the foundation wall based on ACI [B3] Load Combinations (2) and (3). The minimum factored 
moment required for design is specified in ACI 22.6.3 [B3]. 

Mu = 11,960 in − lb / lf = 1.0 ft − kip / lf  GOVERNS [4.4 kN-m/m] 

Pu = 6,270 plf = 6.3 kip / lf ( ACI LOAD COMBINATION 2) [91.5 kN/m] 

,Pu = 1 299 plf = 1.3 kip / lf ( ACI LOAD COMBINATION 3) [18 kN/m] 

M u min = 01hPu = 01(55in)( 6,270 plf ) = 3,449 in − lb / lf 
[1.3 kN-m/m] 

. . . , 

.= 0 29 ft − kip / lf ( ACI LOAD COMBINATION 2) 

M u min = 0.1hPu = 0.1(5.5in)(1,299 plf ) = 715in − lb / lf 
[0.27 kN-m/m], 

.= 0 06 ft − kip / lf ( ACI LOAD COMBINATION 3) 

Plot Mu and  Pu on the interaction diagram for a 5.5-inch- (140-mm-) thick flat wall shown in 
Figure B3.12. The plotted point, “A1”, lies below the lower tension boundary for ACI [B3] Load 
Combination (3); therefore, a 5.5-inch- (140-mm-) thick flat wall structural plain concrete wall is 
insufficient for the given loading conditions. 

Design a structurally reinforced wall section with No. 3 bar at 12 inches (305 mm) on center. 

Check Perpendicular Shear 

Unchanged from Construction Case A1; refer to Section 3.2.1 for calculations for a structural 
reinforced section, one No. 3 bar at 12 inches (305 mm) on center. 

Determine Sway and Slenderness 

Unchanged from Construction Case A1; refer to Section 3.2.1 for calculations for a structural 
reinforced section, one No. 3 bar at 12 inches (305 mm) on center. 
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